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PROFILE [SURVEYED

LUMINAIRE:
150 WATT HIGH PRESSURE SODIUM LAMP

240 VOLT BALLAST IMPORTANT NOTE:
LES. TYPE: MC Il LIGHT DISTRIBUTION TRANSFORMER BASE AND LIGHTPOLE
LENS TYPE:
INITIALTYLASP LUMENS: :g.\ooo TO BE LEVELED AS ONE UNIT. USING
LAMP UFE: 24,000 HOURS J LEVELING SHIMS IF REQUIRED.
10° DAVIT_ARM 15 1/4" DIA. MAX.
BOLT CIRCLE
. (" N
14 3/4
- 14 1/2" DIA. MAX.
BOLT CIRCLE
Y r \
(4
s 7 3/4" WIDE CAST ALUMINUM
= TRANSFORMER BASE DOOR™\_| (4) 1°-8 X 4" LG. GALVANIZED
» |/ HEAVY HEX HEAD BOLTS \_ Y,
. 1/ 4._$&c¥m1; 'E%REsﬁ (4) 17 1D. X 2 1/2" OD. —
MAST ARM TYPE: DAVIT L~ GALVANIZED FLAT WASHERS TOP DETALL
(4) 17 LD. X 2 3/4” 0.D. X,1/2" THK.
~< < X" GALVANIZED FLAT WASHERS
1 I . (4) 1"-8 GALVANIZED
ALUMINUM LIGHT POLE : & \o HEAVY HEX NUTS
| 0.250" MIN. WALL THICKNESS FOR TWIN ARM POLE, =
0.219" MIN. WALL THICKNESS FOR SINGLE ARM POLES 5 ©
. FRANGIBLE _X_ NON—FRANGIBLE
15 1/4" DA (( ~ )
L f INTERNAL VIBRATION DAMPER (FACTORY INSTALLED) BOLT C'RC'-E\
2 " MOUNTED 24'-0" UP FROM BOTTOM OF BASE N
X
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2 JUN— A
z = A
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3 )
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z S TTTTTUN() 1/16" THK. LEVELING SHIMS
z 1'—6"
3 g C
- o "
8l @ 1/2"=13 HOLE FOR A N Eg omrgy T PO — 24
GROUND CONNECTOR 14 3/8
u POLE LETTERING GUIDE (BLACK LETTERS ON YELLOW BACKGROUND) 0 0 BOTTOM DETAIL
2l 1 CABINET NUMBER
|y c CIRCUITS
+le 1 POLE POSITION DETAIL OF COACH LIGHT
N E *OR APPROVED EQUAL
2 LUMINAIRE:
5 70 WATT HIGH PRESSURE SODIUM LAMP
T 240 VOLT BALLAST
0 ALUMINUM POLE FINISH TO BE: BLACK
=l LES. TYPE: SC Il LIGHT DISTRIBUTION BREAKAWAY TRANSFORMER BASE DETAIL
J LENS TYPE: ACRYLIC DR
~ INITIAL LAMP LUMENS: 5,950
LAMP UIFE: 24,000 HOURS
Y
4 DECORATIVE BASE OR BREAKAWAY DEVICE
=" TRANSFORMER BASE (REFER TO PLAN SHEETS) TRAFFIC FLOW
e R 7 e e r G L
T INQKS Je——rounanon (see FounpaTion DETAILS)
b ¥ o
11 3" BOLT CIRCLE
NOTES:
1. THE LIGHTING UNITS SHALL MEET AASHTO DESIGN CRITERIA. DESIGN Sy EVE
. 1 e o
FOR 90 M.P.H. WIND WITH 30% GUST AND 75 POUND LUMINAIRE HAVING 7' ABOVE GROUND LEVEL
AN EP.A. OF 1.6 SQ.FT. AND PROPER ICE LOADING.
2. ALUMINUM ALLOY 6063-T6 SHALL BE USED.
POSITION OF HANDHOLE AND
NUMERALS ON POLE
-
TYPICAL POLE INSTALLATION R a I n 5 a n
HARVEY - BROADWAY AVENUE DETAIL OF BASE OF LIGHT POLE
*OR APPROVED EQUAL EHMEIN i &
PILE NAWE = 05007 DTLS 01 USERNAME = DESIGNED — DWS REVISED _ — BROADWAY AVENUE STREET LIGHTING FAU. SECTION GOUNTY | JOTAL TSHEET
GHEGKED — _EJT REVISED _ — STATE OF ILLINOIS PARK AVENUE TO 151ST STREET (SIBLEY BOULEVARD) pro YT e =1
PLOTSCALE = N/A DRAWN — MDD REVISED  — DEPARTMENT OF TRANSPORTATION STREET LIGHTING DETAILS CONTRACT NO. 63286
PLOTDATE =  10-1909 CHECKED — PAP REVISED — SCALE: N/A ['sHEETNO. 6 OF 10 SHEETS | STA. N/A TO STA. N/A FED_ROAD DIST.NG. 1| ILLINGIS | FED. AID PROJEGT ARA8003 (353




